
AquaSnap Control  Fernbedienung / Remote Control

externer Kontakt Anforderung

kühlen=offen, heizen = geschlossen

Aus=offen, Ein=geschlossen

CSP1= offen, CSP2 = geschlossen

external contact request

12-30V, rot

AquaSnap ControlRev 00 11.04.2019 Holger Zinke

Ansicht / view : Rückseite / back side
Option:

Bedienungsanleitung der Kühlmaschine beachten ! Please note the operation manual of the chiller !
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Aqua Snap Control Nano
Stand: 11.04.2019

Zuordnung Klemmen Fernbedienung zu Klemmen Kühlmaschine - Anschlusspläne aus Kühlmaschine beachten !

Beschreibung

Fernbedienung            

Aqua Snap Control

Kühlmaschine            

30RB0X / 30RQ0X

Kühlmaschine          

30AWH0X

Kühlmaschine      

AquaZero

Klemme Klemme Klemme Klemme

Freigabe Anforderung Ein S1_23 32 6 X1-103

S1_14 33 3 X1-104

Umschaltung Sollwert S3_13 73 8

S3_14 74 3

Heizen S2_13 63 7

S2_14 64 3

Alarm P1_1 31 1 X1-100

P1_2 0V 2 X1-101

+ Brücke von 24V zu 

Klemme 30

Assignment of remote control terminals to refrigerator terminals - observe the connection diagrams from the refrigerator!

Description

Remote control            

Aqua Snap Control

Cooling machine       

30RB0X / 30RQ0X

Cooling machine 

30AWH0X

Cooling machine           

AquaZero

clamp clamp clamp clamp

Release Request On S1_23 32 6 X1-103

S1_14 33 3 X1-104

Setpoint changeover S3_13 73 8

S3_14 74 3

heating S2_13 63 7

S2_14 64 3

alarm P1_1 31 1 X1-100

P1_2 0V 2 X1-101

+ Bridge from 24V to 

terminal 30




